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Changed rise time for 4.2.5.  Corrected vendor’s 
name.  Reorganized table I.  Changed section 3 
and corresponding section 4 titles to match with 
IEEE C62.31.  Added source CAGE 23663.  
Changed dimensions of figure 1. 

23 Apr 91 Randy Larson 

C 
Added source CAGE 0C8T6.  Added dimensions 
to figure 1.  Editorial changes throughout. 29 Jun 91 David Moore 

D 
Correct the designation or type numbers 
referenced in the suggested source of supply 
table for CAGE 0C8T6. 

31 Aug 98 Howard E. Jenkins 

E 
Add and change dimensions to figure 1, 
configuration A. 23 Jun 00 Kendall Cottongim 

F 
Delete MIL-STD-105 and add new sampling 
criteria. 05 Mar 03 Kendall Cottongim 

G 
Correct length dimension of configuration A, 
remove interior dimension of configuration A and 
configuration B. 

30 Nov 06 Michael A. Radecki 

 

H 
Delete two nonresponsive manufacturers, add 
pure tin prohibition requirements and make 
editorial changes. 

7 July 09 Michael A. Radecki 

 
J Update to latest DLA Land and Maritime 

drawing format. 5 Nov 15 Michael A. Radecki 

     

 
 
 
 
 
 
 
 
 

 
 
Prepared in accordance with ASME Y14.100  
 
REV 

 
 

 
 

 
 

 
 

 
 

 
 

 
 

 
 

 
 

 
 

 
 

 
 

 
 

 
 

 
 

 
 

 
 

 
 

 
 

 
 

 
 

 
 

 
PAGE 

 
 

 
 

 
 

 
 

 
 

 
 

 
 

 
 

 
 

 
 

 
 

 
 

 
 

 
 

 
 

 
 

 
 

 
 

 
 

 
 

 
 

 
 

REV STATUS 
OF PAGES 
 
 

 
REV 

 
J 

 
J 

 
J 

 
J 

 
J 

 
J 

 
J 

 
J 

 
 

 
 

 
 

 
 

 
 

 
 

 
 

 
 

 
 

 
PAGES 

 
1 

 
2 

 
3 

 
4 

 
5 

 
6 

 
7 

 
8 

 
 

 
 

 
 

 
 

 
 

 
 

 
 

 
 

 
 

 
PMIC N/A 

 
PREPARED BY 
David Corbett 

DESIGN ACTIVITY 
DEFENSE ELECTRONIC SUPPLY CENTER 
DAYTON, OH 45444-5000 

 
Original date of drawing 

 
25 Mar 1987 

 
CHECKED BY 
Ken Beymer 

 
TITLE 

ARRESTOR, ELECTRICAL SURGE 
 
 

 
APPROVED BY 
Randy Larson 
 

SIZE 
A 

 
CODE IDENT. NO. 

14933 

 
DWG NO. 

86109 
 
REV     J 

 
PAGE    1     OF    8 

AMSC N/A 5920-2015-E02

 
CURRENT DESIGN ACTIVITY CAGE CODE 037Z3 

DEFENSE LOGISTICS AGENCY 
LAND AND MARITIME 

COLUMBUS, OHIO 43218-3990 
 

http://www.ieee.org/


 
 

DEFENSE ELECTRONIC SUPPLY CENTER 
DAYTON, OHIO 

SIZE 

A 

CODE IDENT NO. 
14933 

DWG NO. 

86109 

  REV J PAGE         2 

 

1.  SCOPE 

1.1  Scope.  This drawing describes the requirements for a family of electrical surge arrestors used for dc overvoltages. 

1.2  Part or Identifying Number (PIN).  The complete PIN is as follows: 

 

86109-  -01 
I  I 
I  I 

Drawing number  Dash number 
  (See table l) 

 

2.  APPLICABLE DOCUMENTS 

2.1  General.  The documents listed in this section are specified in sections 3 and 4 of this specification.  This section does not 
include documents cited in other sections of this specification or recommended for additional information or as examples.  While every 
effort has been made to ensure the completeness of this list, document users are cautioned that they must meet all specified 
requirements of documents in sections 3 and 4 of this specification, whether or not they are listed. 

2.2  Government documents. 

2.2.1 Specifications, standards, and handbooks.  The following specifications, standards, and handbooks form a part of this 
document to the extent specified herein.  Unless otherwise specified, the issues of these documents are those cited in the solicitation or 
contract. 

 DEPARTMENT OF DEFENSE STANDARDS 

  MIL-STD-202 - Electronic and Electrical Component Parts. 
 
(Copies of this document is available online at http://quicksearch.dla.mil.) 
2.3  Non-Government publications.  The following document forms a part of this document to the extent specified herein.  Unless 

otherwise specified, the issue of this document is that cited in the solicitation or contract (see 6.2). 

INSTITUTE OF ELECTRICAL AND ELECTRONICS ENGINEERS (IEEE). 

  IEEE C62.31 - Test Methods for Low-Voltage Gas-Tube Surge-Protective Device Components. 

 (Copies are available from www.ieee.org/.) 

2.4  Order of precedence.  Unless otherwise noted herein or in the contract, in the event of a conflict between the text of this 
document and the references cited herein, the text of this document takes precedence.  Nothing in this document, however, supersedes 
applicable laws and regulations unless a specific exemption has been obtained. 

  

http://www.dscc.dla.mil/Downloads/MilSpec/Docs/MIL-STD-202/std202.pdf
http://quicksearch.dla.mil/
http://www.ieee.org/
http://www.ieee.org/


 
 

DEFENSE ELECTRONIC SUPPLY CENTER 
DAYTON, OHIO 

SIZE 

A 

CODE IDENT NO. 
14933 

DWG NO. 

86109 

  REV J PAGE         3 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

Ltr Inches mm 
Min Max Min Max 

A    .297 .329     7.54 8.36 
B 2.40 --- 61.0 --- 
C    .224 .248     5.69 6.30 
D    .030 .034     0.76 0.86 
E    .297 .329     7.54 8.36 
F    .224 .248     5.69 6.30 

NOTES: 
 
 1.  Dimensions are in inches. 
 2.  Metric equivalents are given for general information only. 
 
 
 

FIGURE 1.  Dimensions and configurations. 
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3.  REQUIREMENTS 

3.1  Interface and physical dimension.  See table l and figure l. 
 
3.2  Marking.  Units need not be marked with the DLA Land and Maritime PIN.  The unit package shall be marked with the PIN 

assigned herein (see 1.2), the manufacturer’s identification code (CAGE), the date code, and the lot code. 
 
3.3  Electrical characteristics.  See table l. 

3.4  DC breakdown voltage.  The dc breakdown voltage shall be in accordance with 4.2.2 and table l. 

3.5  Impulse breakdown voltage.  The impulse breakdown voltage shall be in accordance with table l and as specified in 4.2.3 herein. 

3.6  DC holdover.  In accordance with table l. 

3.7  Arc voltage.  In accordance with table l. 

3.8  Alternating follow-current.  Alternating flow-current shall be peak amperes as specified in table l and as specified in 4.2.4 herein. 

3.9  Maximum single impulse discharge current.  The maximum single impulse discharge current shall be 10,000 amperes (see 
4.2.5). 

3.10  Maximum ac discharge current.  The maximum ac discharge current shall be 5 amperes (see 4.2.6). 

3.11  Impulse life.  500 surges minimum (see 4.2.7). 

3.12  Capacitance.  1.0 pF (see 4.2.8). 

3.13  Vibration.  Following the test specified in 4.2.9, the dc breakdown voltage and maximum surge breakdown voltage shall not be 
lower than 50 percent or higher than 150 percent of the values specified in table l. 

3.14  Shock.  Following the test specified in 4.2.10, the dc breakdown voltage and maximum surge breakdown voltage shall not be 
lower than 50 percent or higher than 150 percent of the values specified in table l. 

3.15  Terminal shock.  Following the test specified in 4.2.11, the dc breakdown voltage and maximum surge breakdown voltage shall 
not be lower than 50 percent or higher than 150 percent of the values specified in table l. 

3.16  Insulation resistance.  The insulation resistance shall be 10,000 megohms minimum and in accordance with 4.2.12. 

3.17  Operating temperature.  -55°C to +125°C. 

3.18  Workmanship.  Parts shall be free of flash pits, voids, and excessive mold marks.  Visible parting line is acceptable. 

3.19  Recycled, recovered, or environmentally preferable materials.  Recycled, recovered, or environmentally preferable materials 
should be used to the maximum extent possible provided that the material meets or exceeds the operational and maintenance 
requirements, and promotes economically advantageous life cycle costs. 

3.20  Certificate of compliance.  A certificate of compliance shall be required from manufacturers requesting to be an approved 
source of supply. 

3.21  Pure tin.  The use of pure tin, as an underplate or final finish is prohibited both internally and externally.  Tin content of the 
surge arrestor components and solder shall not exceed 97 percent, by mass.  Tin shall be alloyed with a minimum of 3 percent lead, by 
mass (see 6.3). 

4.  VERIFICATION 

4.1  Conformance inspection. 

4.1.1  Inspection of product for delivery.  Inspection of product for delivery shall consist of the group A inspection. 

4.1.1.1  Group A inspection.  Group A inspection shall consist of the inspections specified in table II in the order shown. 

4.1.1.1.1  Sampling plan.  Group A inspection shall be on an inspection lot basis.  Samples shall be selected in accordance with table 
III, based on the inspection lot.  If there are one or more failures, the inspection lot shall be considered to have failed. 

4.1.1.1.1.1  Rejected lots.  The rejected lots shall be segregated from new lots and those lots that have passed inspection.  The 
supplier may rework it to correct the defect or 100 percent inspect the lot and remove all defective parts.  The rejected lot shall then be 
inspected in accordance with table II for those characteristics found defective in the sample.  If one or more defects are found in this 
second sample, the lot shall be rejected and shall not be supplied to this specification. 
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TABLE I.  Electrical characteristics and PIN. 
DLA Land 

and 
Maritime 
drawing 

PIN 
86109 

Breakdown voltage Maximum 
dc 

holdover 
(volts dc) 

Maximum 
alternating follow-

current (1/2 
cycle, 60 Hz) 

peak amperes 

Arc voltage 
(I = 5 

amperes 
min.) volts 

Configuration 
DC (dv/dt 
= 100 v/s) 

volts 

Impulse 
(max) 
(dv/dt 

= 100 v/µs) 
volts 

01 75 ±20% 400 55 N/A 10 A 
02 90 ±20% 400 60 N/A 10 A 
03 110 ±20% 450 60 N/A 10 A 
04 145 ±20% 500 70 20 16 A 
05 230 ±15% 600 150 20 16 A 
06 250 ±15% 750 150 20 16 A 
07 300 ±15% 750 150 20 16 A 
08 350 ±15% 750 150 20 16 A 
09 470 ±15% 850 150 20 16 A 
10 600 ±15% 1000 150 20 16 A 
11 800 ±15% 1200 N/A 20 16 A 
12 1000 ±15% 1500 N/A 20 16 A 
13 75 ±20% 400 55 N/A 10 B 
14 90 ±20% 400 60 N/A 10 B 
15 110 ±20% 450 60 N/A 10 B 
16 145 ±20% 500 70 20 16 B 
17 230 ±15% 600 150 20 16 B 
18 250 ±15% 750 150 20 16 B 
19 300 ±15% 750 150 20 16 B 
20 350 ±15% 750 150 20 16 B 
21 470 ±15% 850 150 20 16 B 
22 600 ±15% 1000 175 20 16 B 
23 800 ±15% 1200 200 20 16 B 
24 1000 ±15% 1500 200 20 16 B 

 

 

TABLE II.  Group A inspection. 
Inspection Requirement 

paragraph 
Method 

paragraph 
 
Visual and mechanical inspection 

  

 Dimensions 3.1 4.2.1 
 Marking 3.2 4.2.1 
 Workmanship   3.18 4.2.1 
 
DC breakdown voltage 

 
3.4 

 
4.2.2 

 
Capacitance 

 
3.12 

 
4.2.9 

 
Insulation resistance 

 
3.1 

 
  4.2.12 
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TABLE III.  Group A zero defect sampling plan. 
Lot size Sample size 

      1 - 13 100 percent 
    14 - 150   13 
  151 - 280   20 
  281 - 500   29 
  501 - 1,200   34 

   1,201 - 3,200   42 
   3,201 - 10,000   50 

   10,001 - 35,000   60 
   35,001 - 150,000   74 

   150,001 - 500,000   90 
   500,001 - and up 102 

 

4.1.1.1.1.1.2  Disposition of sample units.  Sample units which have passed all the group A inspection may be delivered on the 
contract or purchase order, if the lot is accepted and the sample units are still within specified electrical tolerances. 

4.1.2  Defective characteristics and properties.  All dimensional characteristics are considered defective when out of tolerance.  All 
physical and functional properties are considered defective when outside the specified minimum, maximum, or range as applicable.  All 
workmanship characteristics are considered defective when they would be detrimental to the intended use, performance requirements, 
or environmental survival. 

 
4.2  Methods of inspection. 
 
4.2.1  Visual and mechanical inspection.  Electrical surge arrestors shall be examined to verify that the physical dimensions, marking, 

and workmanship are in accordance with the applicable requirements (see 3.1, 3.2, and 3.18). 
 
4.2.2  DC breakdown voltage.  The dc breakdown voltage shall be tested in accordance with IEEE C62.31 and shall be within the 

tolerances specified in table l herein. 
 
4.2.3  Impulse breakdown voltage.  The impulse breakdown voltage shall be tested in accordance with IEEE C62.31 and shall meet 

the requirements as specified in table l.  Surge arrestors shall be subjected to a voltage transient greater than 10 kilovolts peak with a 
frontal slope of 100 volts per microsecond. 

 
4.2.4  Alternating follow-current.  Maximum alternating follow-current shall be verified by striking the arrestor as specified in 4.2.2 

while simultaneously subjecting the device to one-half sine wave at 60 Hz and 100 V rms, and shall meet the requirements as specified 
in table l. 

 
4.2.5  Maximum single impulse discharge current.  Arrestors shall be tested in accordance with IEEE C62.31 and shall be subjected 

to 10, 10-kiloampere current pulses at 30-second intervals.  The current pulses shall have either a 8-microsecond rise time and a 20-
microsecond decay to half value or a 10/250 rise to decay ratio.  Following testing, the dc break down voltage shall not differ from its 
original value by more than ±50 percent. 

 
4.2.6  Maximum ac discharge current.  Arrestors shall be tested in accordance with IEEE C62.31 and shall be subjected to five 

consecutive cycles, each cycle consisting of two, 5-ampere, 1 second duration surges, 5 seconds apart, after which a pause of 5 
minutes shall be provided.  Following the test, the dc breakdown voltage shall not differ from its original value by more than ±50 
percent. 

 
4.2.7  Impulse life.  Impulse life shall be tested in accordance with IEEE C62.31.  Test condition shall be a 500-ampere .001 

microsecond pulse.  Following the test, the dc breakdown voltage and impulse breakdown voltage shall not differ from the original 
values by more than ±50 percent. 

 
4.2.8  Capacitance.  Capacitance shall be measured in accordance with IEEE C62.31.  Test frequency shall be 1 megahertz. 
 
4.2.9  Vibration.  In accordance with MIL-STD-202, method 204, test condition D. 
 
4.2.10  Shock.  In accordance with MIL-STD-202, method 213, test condition D. 
 

http://www.ieee.org/
http://www.ieee.org/
http://www.ieee.org/
http://www.ieee.org/
http://www.ieee.org/
http://www.ieee.org/
http://www.dscc.dla.mil/Downloads/MilSpec/Docs/MIL-STD-202/std202mthd204.pdf
http://www.dscc.dla.mil/Downloads/MilSpec/Docs/MIL-STD-202/std202mthd213.pdf


 
 

DEFENSE ELECTRONIC SUPPLY CENTER 
DAYTON, OHIO 

SIZE 

A 

CODE IDENT NO. 
14933 

DWG NO. 

86109 

  REV J PAGE         7 

 

4.2.11  Thermal shock.  In accordance with MIL-STD-202, method 107, test condition B. 
 
4.2.12  Insulation resistance.  In accordance with IEEE C62.31. 
 
5 PACKAGING 
 
5.1  Packaging.  For acquisition purposes, the packaging requirements shall be as specified in the contract or order (see 6.2).  When 

actual packaging of materiel is to be performed by DoD or in-house contractor personnel, these personnel need to contact the 
responsible packaging activity to ascertain requisite packaging requirements.  Packaging requirements are maintained by the Inventory 
Control Point’s packaging activity within the Military Service or Defense Agency, or within the military service’s system commands.  
Packaging data retrieval is available from the managing Military Department’s or Defense Agency’s automated packaging files, CD-
ROM products, or by contacting the responsible packaging activity. 

 
5.2  Marking.  The unit package shall be marked with the DLA Land and Maritime drawing PIN (see 1.2), the manufacturer’s CAGE 

code, the date code, and the lot code. 
 

6.  NOTES 
 
(This section contains information of a general or explanatory nature that may be helpful, but is not mandatory.) 
 
6.1 Intended use.  Arrestors conforming to this drawing are intended for use when military specifications do not exist and qualified 

military devices that will perform the required function are not available for OEM application.  This drawing is intended exclusively to 
prevent the proliferation of unnecessary duplicate specifications, drawings, and stock catalog listings.  When a military specification 
exists and the product covered by this drawing has been qualified for listing, this drawing becomes obsolete and will not be used for 
new design. 

 
6.2  Ordering data.  The acquisition document should specify the following: 
 
 a.  Complete PIN (see 1.2). 
 
 b.  Requirements for delivery of verification that the conformance inspection has been performed on inspection lots supplied to the 

requirements of this drawing or certificate of compliance that parts have passed conformance inspection with each shipment of 
parts by the manufacturer (when applicable, see 4.1.1). 

 
 c.  Requirements for packaging and packing. 
 

d. Requirements for notification of change of product to the contracting activity, if applicable. 
 

6.3  Tin whisker growth.  The use of alloys with tin content greater than 97 percent, by mass, may exhibit tin whisker growth problems 
after manufacture.  Tin whiskers may occur anytime from a day to years after manufacture and can develop under typical operating 
conditions, on products that use such materials.  Conformal coatings applied over top of a whisker-prone surface will not prevent the 
formation of tin whiskers.  Alloys of 3 percent lead, by mass, have shown to inhibit the growth of tin whiskers.  For additional information 
on this matter, refer to ASTM-B545 (Standard Specification for Electrodeposited Coatings of Tin). 

6.4  Users of record.  Coordination of this document for future revisions is coordinated only with the approved source(s) 
of supply and the users of record of this document.  Requests to be added as a recorded user of this drawing may be 
achieved online at CircuitProtect@dla.mil or if in writing to:  DLA Land and Maritime, ATTN:  VAT, Post Office Box 
3990, Columbus, OH  43218-3990 or by telephone (614) 692-0548 or DSN 850-0548. 

 

http://www.dscc.dla.mil/Downloads/MilSpec/Docs/MIL-STD-202/std202mthd107.pdf
http://www.ieee.org/
mailto:CircuitProtect@dla.mil
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6.5  Approved source(s) of supply.  Approved source(s) of supply are listed herein.  Additional sources will be added as 
they become available.  Assistance in the use of this drawing may be obtained online at  CircuitProtect@dla.mil, or by 
contacting DLA Land and Maritime, ATTN:  VAT, Post Office Box 3990, Columbus, OH 43218-3990 or by telephone 
(614)-692-0548 or DSN 850-0548. 

 
 

DLA Land and 
Maritime 
drawing 

PIN 
86109-   1/ 

Vendor 
designation or 
type number 

Vendor 
CAGE 

Vendor name and address 

01 BBS-75V  
 
 
 
 
 
 
 
 

0C8T6 

 
 
 
 
 
 
Citel Incorporated 
10108 USA Today Way 
Miramar, FL 33025-6008 
Phone number:  (954) 430-6310 
Facsimile number:  (954) 430-7785 
E-mail:  info@citel.us 
Uniform Resource Locator (URL):  
http://www.citel.us 
 

02 BBS-90V 
03 N/A 
04 BBS-150V 
05 BBS-230V 
06 BBS-250V 
07 N/A 
08 BBS-350V 
09 BBS-470V 
10 BHS-600V 
11 BHS-800V 
12 BHS-1000V 
13 BB-75V 
14 BB-90V 
15 N/A 
16 BB-150V 
17 BB-230V 
18 BB-250V 
19 N/A 
20 BB-350V 
21 BB-470V 
22 BH-600V 
23 BH-800V 
24 BH-1000V 

1/ Parts must be purchased to the DLA Land and Maritime PIN to assure that all 
  performance requirements and tests are met. 
 

mailto:CircuitProtect@dla.mil
mailto:info@citel.us
http://www.citel.us/
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